Western Area Power Admininstration

Sierra Nevada Region

7-Day Forecast of Base Resource

All values at Tracy Substation

publish date:
January 19, 2006

Day CVP gen Loads Reg & Res Projected Purchases Tg\r/\Fs’acc(t)iropﬁs PRr:stEtride *(3;;)9
. . Project First Estimated PU PU & FP AnciI!iary Bank Bank Hourly Hourly Capacity
Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return L . L
Mon day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Minimum - { Maximum | -w/minimal
Demand - Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp)  CVP Corp)
Jan 23, 2006 (MW) (Mwh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) MwW) W) W)

Hour A B c | o E F | & | H I E K L M
1 1,069.0 608.0 194.0 14.0 148.0 50.0 0.0 0.0 0.0 0.0 345.0 713.0 0.0

2 955.0 331.0 194.0 13.0 148.0 50.0 0.0 0.0 0.0 0.0 345.0 600.0 0.0

3 953.0 312.0 194.0 13.0 148.0 50.0 0.0 0.0 0.0 0.0 345.0 598.0 0.0

4 953.0 311.0 194.0 13.0 148.0 50.0 0.0 0.0 0.0 0.0 345.0 598.0 0.0

5 952.0 310.0 194.0 13.0 148.0 50.0 0.0 0.0 0.0 0.0 345.0 597.0 0.0

6 952.0 310.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 345.0 594.0 0.0

7 952.0 346.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 607.0 0.0

8 952.0 503.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 606.0 0.0

9 952.0 511.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 606.0 0.0
10 952.0 579.0 175.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 605.0 0.0
11 952.0 579.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 606.0 0.0
12 952.0 741.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 606.0 0.0
13 952.0 753.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 606.0 0.0
14 952.0 830.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 607.0 0.0
15 952.0 983.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 607.0 0.0
16 953.0 997.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 608.0 0.0
17 954.0 998.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 609.0 0.0
18 955.0 1,001.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 609.0 0.0
19 955.0 986.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 609.0 0.0
20 956.0 853.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 611.0 0.0
21 956.0 735.0 175.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 612.0 0.0
22 956.0 559.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 345.0 611.0 0.0
23 956.0 559.0 194.0 15.0 148.0 50.0 0.0 0.0 0.0 0.0 345.0 599.0 0.0
24 956.0 559.0 194.0 14.0 148.0 50.0 0.0 0.0 0.0 0.0 345.0 748.0 0.0

Daily Energy
(MWh) 15,254.0 | 4,352.0 423.0 400.0 0.0 0.0
Energy Avail. for BR (MWh): 13,089
Ramp Rate Constraint: None




Western Area Power Admininstration

Sierra Nevada Region

7-Day Forecast of Base Resource

All values at Tracy Substation

publish date:
January 19, 2006

Day CVP gen REer?:rI;d Loads Reg & Res Projected Purchases Tg\;Zi?iropas Er:;gztrii ?;;(;
_ _ Project First Estimated PU PU & EP Ancil_liary Bank Bank Hourly Hourly Capacity
Tuesday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
Jan 24, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G | H I | J K L M
1 956.0 559.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 325.0 598.0 0.0
2 956.0 395.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 325.0 598.0 0.0
3 953.0 255.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 325.0 595.0 0.0
4 952.0 254.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 325.0 594.0 0.0
5 952.0 253.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 325.0 594.0 0.0
6 951.0 253.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 325.0 593.0 0.0
7 952.0 267.0 175.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 325.0 612.0 0.0
8 952.0 504.0 175.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 611.0 0.0
9 952.0 513.0 175.0 19.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 610.0 0.0
10 952.0 567.0 175.0 19.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 610.0 0.0
11 952.0 575.0 175.0 19.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 610.0 0.0
12 952.0 730.0 175.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 611.0 0.0
13 952.0 744.0 175.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 611.0 0.0
14 952.0 852.0 175.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 611.0 0.0
15 952.0 964.0 175.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 611.0 0.0
16 953.0 976.0 175.0 17.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 613.0 0.0
17 954.0 976.0 175.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 613.0 0.0
18 954.0 977.0 175.0 20.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 611.0 0.0
19 955.0 978.0 175.0 25.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 607.0 0.0
20 955.0 942.0 175.0 23.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 609.0 0.0
21 956.0 745.0 175.0 22.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 611.0 0.0
22 956.0 564.0 175.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 325.0 615.0 0.0
23 956.0 543.0 194.0 17.0 151.0 50.0 0.0 0.0 0.0 0.0 325.0 597.0 0.0
24 956.0 543.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 325.0 598.0 0.0
Daily Energy
(MWh) 14,929.0 | 4,352.0 436.0 400.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 10,314
Ramp Rate Constraint: None




Western Area Power Admininstration

Sierra Nevada Region

7-Day Forecast of Base Resource

All values at Tracy Substation

publish date:
January 19, 2006

Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:ct)iropr;s PRreOsjiztri(l ?‘_j ;?
Projected | Projected Project PrefFei:ztnce E;:rtwi:i]lle::e ; For\)/tJard (F;l: icﬁp 222:22’ E?wzrr]k RBeatLrJ“r(n Hourly Hourly Capacity
Wed neSday Caéjacity Er:ergy Use Load Load Service)s/ Off-Peak Purﬁhage Purchase | (from g\);P Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp) Capacity | Capacity energy
Jan 25, 2006 (Mw) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) Mw) ) Mw)

Hour A B c | D E F | G | H I | J K L M
1 956.0 543.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 310.0 598.0 0.0
2 956.0 377.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 310.0 598.0 0.0
3 953.0 239.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 310.0 595.0 0.0
4 952.0 239.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 310.0 594.0 0.0
5 952.0 238.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 310.0 594.0 0.0
6 951.0 237.0 194.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 310.0 592.0 0.0
7 952.0 248.0 175.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 606.0 0.0
8 952.0 533.0 175.0 30.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 599.0 0.0
9 952.0 533.0 175.0 28.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 601.0 0.0
10 952.0 533.0 175.0 29.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 600.0 0.0
11 952.0 576.0 175.0 27.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 602.0 0.0
12 952.0 733.0 175.0 27.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 602.0 0.0
13 952.0 741.0 175.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 604.0 0.0
14 952.0 860.0 175.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 604.0 0.0
15 952.0 958.0 175.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 606.0 0.0
16 953.0 975.0 175.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 609.0 0.0
17 954.0 975.0 175.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 608.0 0.0
18 954.0 976.0 175.0 29.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 602.0 0.0
19 955.0 977.0 175.0 31.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 601.0 0.0
20 955.0 946.0 175.0 30.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 602.0 0.0
21 956.0 742.0 175.0 26.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 607.0 0.0
22 956.0 564.0 175.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 310.0 612.0 0.0
23 956.0 528.0 194.0 18.0 148.0 50.0 0.0 0.0 0.0 0.0 310.0 596.0 0.0
24 956.0 528.0 194.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 310.0 597.0 0.0

Daily Energy
(MWh) 14,799.0 | 4,352.0 550.0 400.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 9,260
Ramp Rate Constraint: None




Western Area Power Admininstration

Sierra Nevada Region

7-Day Forecast of Base Resource

All values at Tracy Substation

publish date:

January 19, 2006

Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sJEZtri(l ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Hourly Hourly Capacity
Thu rsday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
Jan 26, 2006 (MW) (MWh) (Mw) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M
1 956.0 528.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 598.0 0.0
2 955.0 378.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 597.0 0.0
3 954.0 241.0 194.0 15.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 597.0 0.0
4 953.0 241.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 595.0 0.0
5 952.0 240.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 594.0 0.0
6 951.0 239.0 194.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 592.0 0.0
7 951.0 272.0 175.0 24.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 604.0 0.0
8 952.0 577.0 175.0 31.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 598.0 0.0
9 952.0 578.0 175.0 32.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 597.0 0.0
10 952.0 579.0 175.0 30.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 599.0 0.0
11 952.0 580.0 175.0 29.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 600.0 0.0
12 952.0 729.0 175.0 28.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 601.0 0.0
13 952.0 760.0 175.0 26.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 603.0 0.0
14 952.0 850.0 175.0 24.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 605.0 0.0
15 952.0 947.0 175.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 608.0 0.0
16 953.0 989.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 610.0 0.0
17 954.0 1,006.0 175.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 609.0 0.0
18 954.0 1,007.0 175.0 28.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 603.0 0.0
19 955.0 991.0 175.0 31.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 601.0 0.0
20 955.0 949.0 175.0 31.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 601.0 0.0
21 956.0 742.0 175.0 27.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 606.0 0.0
22 956.0 557.0 175.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 610.0 0.0
23 956.0 531.0 194.0 18.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 596.0 0.0
24 956.0 531.0 194.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 597.0 0.0
Daily Energy
(MwWh) 15,042.0 | 4,352.0 558.0 400.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 9,620
Ramp Rate Constraint: None




Western Area Power Admininstration

Sierra Nevada Region

7-Day Forecast of Base Resource

All values at Tracy Substation

publish date:
January 19, 2006

Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sJEZtri(l ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Hourly Hourly Capacity
. Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . -
F”day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmqm Ma)qmgm w/minimal
Demand . Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
Jan 27, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M
1 956.0 531.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 598.0 0.0
2 956.0 369.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 598.0 0.0
3 954.0 239.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 596.0 0.0
4 953.0 238.0 194.0 15.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 596.0 0.0
5 952.0 238.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 594.0 0.0
6 951.0 237.0 194.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 592.0 0.0
7 951.0 366.0 175.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 603.0 0.0
8 952.0 483.0 175.0 31.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 598.0 0.0
9 952.0 482.0 175.0 31.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 598.0 0.0
10 952.0 557.0 175.0 31.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 598.0 0.0
11 952.0 556.0 175.0 29.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 600.0 0.0
12 952.0 725.0 175.0 28.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 601.0 0.0
13 952.0 753.0 175.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 604.0 0.0
14 952.0 931.0 175.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 606.0 0.0
15 953.0 954.0 175.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 609.0 0.0
16 953.0 994.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 611.0 0.0
17 954.0 995.0 175.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 610.0 0.0
18 955.0 996.0 175.0 27.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 605.0 0.0
19 955.0 985.0 175.0 31.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 601.0 0.0
20 956.0 830.0 175.0 30.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 603.0 0.0
21 956.0 772.0 175.0 26.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 607.0 0.0
22 956.0 581.0 175.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 611.0 0.0
23 956.0 531.0 194.0 18.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 596.0 0.0
24 956.0 531.0 194.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 597.0 0.0
Daily Energy
(MwWh) 14,874.0 | 4,352.0 551.0 400.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 9,881
Ramp Rate Constraint: None




Western Area Power Admininstration

Sierra Nevada Region

7-Day Forecast of Base Resource

All values at Tracy Substation

publish date:
January 19, 2006

Day CVP gen REer?::;d Loads Reg & Res Projected Purchases Tg\r/:s)e:(::ct)iropﬁs g:sjgztrii 1(351 ;‘;
. . Project First Estimated PU PU & EP AnciI!iary Bank Bank Hourly Hourly Capacity
Saturday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwct_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jan 28, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G | H I | J K L M
1 1,216.0 663.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 858.0 0.0
2 1,216.0 475.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 858.0 0.0
3 1,213.0 358.0 194.0 15.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 856.0 0.0
4 1,213.0 357.0 194.0 15.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 856.0 0.0
5 1,212.0 356.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 854.0 0.0
6 1,211.0 356.0 194.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 852.0 0.0
7 1,213.0 390.0 175.0 24.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 866.0 0.0
8 1,212.0 664.0 175.0 30.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 859.0 0.0
9 1,212.0 664.0 175.0 30.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 859.0 0.0
10 1,212.0 664.0 175.0 29.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 860.0 0.0
11 1,212.0 680.0 175.0 28.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 861.0 0.0
12 1,212.0 852.0 175.0 27.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 862.0 0.0
13 1,212.0 862.0 175.0 24.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 865.0 0.0
14 1,212.0 874.0 175.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 867.0 0.0
15 1,212.0 | 1,030.0 175.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 869.0 0.0
16 1,213.0 | 1,113.0 175.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 871.0 0.0
17 1,214.0 | 1,196.0 175.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 870.0 0.0
18 1,215.0 | 1,197.0 175.0 26.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 866.0 0.0
19 1,215.0 | 1,140.0 175.0 30.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 862.0 0.0
20 1,216.0 968.0 175.0 28.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 865.0 0.0
21 1,216.0 857.0 175.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 868.0 0.0
22 1,216.0 681.0 175.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 290.0 872.0 0.0
23 1,216.0 672.0 194.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 857.0 0.0
24 1,216.0 668.0 194.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 290.0 858.0 0.0
Daily Energy
(MWh) 17,737.0 | 4,352.0 532.0 400.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 9,730
Ramp Rate Constraint: None




Western Area Power Admininstration
Sierra Nevada Region

7-Day Forecast of Base Resource
All values at Tracy Substation

publish date:

January 19, 2006

Day CVP gen ngr?:rlgid Loads Reg & Res Projected Purchases Ta;z;(::ct)iropﬁs Er:;gztrii 1(3;;(;
' . Project First Estimated PU PU & EP AnciI!iary Bank Bank Hourly Hourly Capacity
Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return L ) L
Su nday Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand . Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jan 29, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F G | H | | J K L M
1 1,216.0 668.0 181.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 871.0 0.0
2 1,216.0 494.0 181.0 15.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 872.0 0.0
3 1,213.0 357.0 181.0 14.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 870.0 0.0
4 1,212.0 357.0 181.0 14.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 869.0 0.0
5 1,212.0 356.0 181.0 15.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 868.0 0.0
6 1,211.0 355.0 181.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 866.0 0.0
7 1,212.0 361.0 181.0 21.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 862.0 0.0
8 1,211.0 675.0 181.0 27.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 855.0 0.0
9 1,211.0 675.0 181.0 27.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 855.0 0.0
10 1,211.0 675.0 181.0 27.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 855.0 0.0
11 1,211.0 678.0 181.0 26.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 856.0 0.0
12 1,211.0 845.0 181.0 25.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 857.0 0.0
13 1,211.0 914.0 181.0 22.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 860.0 0.0
14 1,212.0 928.0 181.0 20.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 863.0 0.0
15 1,212.0 | 1,117.0 181.0 19.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 864.0 0.0
16 1,213.0 | 1,118.0 181.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 867.0 0.0
17 1,213.0 | 1,118.0 181.0 18.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 866.0 0.0
18 1,214.0 | 1,119.0 181.0 22.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 863.0 0.0
19 1,215.0 | 1,120.0 181.0 26.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 860.0 0.0
20 1,215.0 937.0 181.0 24.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 862.0 0.0
21 1,215.0 871.0 181.0 21.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 865.0 0.0
22 1,215.0 749.0 181.0 18.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 868.0 0.0
23 1,215.0 701.0 181.0 17.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 869.0 0.0
24 1,215.0 701.0 181.0 16.0 148.0 50.0 0.0 0.0 0.0 0.0 275.0 870.0 0.0
Daily Energy
(MWh) 17,889.0 | 4,344.0 483.0 1,200.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,581
Ramp Rate Constraint: None

Notes:

1. Forthe AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of non-spin reserve of 80 to 90 MW and regulation of 60 MW.
2. An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.
3. Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.




